PORTABLE APPLIANCE TESTING (PAT) REPORT/CERTIFICATE

Copy Certificate Certificate Reference Number
DETAILS OF CLIENT/LANDLORD
Client/ Mr Steven Cespedes
Address: 59 Bell Green West , East Kilbride, Glasgow, G75 OHU
TEST EQUIPMENT DETAILS
Test Equipment used SEAWARD Serial Number  344A910
Tested by D CLINTON Date 29/8/19 Retest Date 29/8/19
Serial Voltage | Ratin Fuse Insulation Earth Plug, flex OK to
N Make and model Location J 9 rating . S and body
umber V) (A) (A) resistance | continuity OK 2 use ?
Washing machine Property 230 13 13 >20MQ PASS PASS PASS
Fridge Property 230 13 13 >20MQ PASS PASS PASS
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Replace 240v 13A plug — plastic

Replace 240v 13A plug — rubber

Change plug fuse 3A

Change plug fuse 5A

Change plug fuse 10A

Change plug fuse 13A

Replace 240v trailing socket

Replace 240v 16A plug

Replace 240v 16A connector

10 Replace 110v 16A plug

11 Replace 110v 16A connector

12 Replace 110v 16A panel mount socket

13 Trim, refit cable to appliance

14 Trim, refit cable to plug, or socket

15 Trim, refit cable to 240/110v 16A plug/connector/socket
16 Trim refit cable to 3-phase plug/connector/socket
17 Replace 15A/5A/2A plug

18 Trim, refit cable to fuse connection unit

19 Fit 10A flexible lead connector

20 Replace 1.5 Arctic Yellow/Blue cable 0-2m
21 Replace 1.5 Arctic Yellow/Blue cable 3-5m
22 Replace 1.5 Arctic Yellow/Blue cable 6-10m
23 Replace 1.5 Arctic Yellow/Blue cable 11 -1 5m
24 Replace 2.5 Arctic Yellow cable 0-2m

25 Replace 2.5 Arctic Yellow cable 3-5m

26 Replace 2.5 Arctic Yellow cable 6-10m

27 Replace 2.5 Arctic Yellow cable 11-15m
28 Replace 1.5 3 Core cable 0-2m

29 Replace 1.5 3 Core cable 3-5m

30 Replace 1.5 3 Core cable 6-10m

31 Replace 1.5 3 Core cable 11-15m

32 Replace 1.0 3 Core cable 0-2m

33 Replace 1.0 3 Core cable 3-5m

34 Replace 1.0 3 Core cable 6-10m

35 Replace 1.0 3 Core cable 11-15m

36 Replace 0.75 2 Core cable 0-2m

37 Replace 0.75 2 Core cable 3-5m

38 Replace 0.75 2 Core cable 6-10m

39 Replace 0.75 2 Core cable 11-15m

40 Supply 4 way extension lead complete

41 Supply and fit 4 way trailing socket

42 Supply and fit 2 way trailing socket

43 Supply kettle lead/complete with plug

44 Replace IEC plug/socket

45 Replace IEC computer lead

46 Replace cotton covered flex 2-3m

47 Fit 13A flex connector

48 Supply class 2 reversible mains lead

49 Fit 16/20/25mm cord grip bush

50 Fit strain relief bush
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