CLIENT —WESTERN LETTINGS, 15 CLEVEDEN CRESCENT, GLASGOW G12 0PB

ELECTRICAL APPLIANCE TEST RESULTS

51 MINERVA COURT

GLASGOW

G3 8ED

APPLIANCE TEST DATE RESULTS STATUS

FRIDGE 28/09/17 VISUAL CHECK P PASS
EARTH 0.06 ohm P
INSULATION >99.99 Mohm P

KETTLE 28/09/17 VISUAL CHECK P PASS
EARTH 0.04 ohm P
INSULATION >99.99 Mohm P

COFFEE M/C 28/09/17 VISUAL CHECK P PASS
EARTH 0.09 ohm P
INSULATION >99.99 Mohm P

MICROWAVE 28/09/17 VISUAL CHECK P PASS
EARTH 0.04 ohm P
INSULATION >99.99 Mohm P
DOOR 1/LOCK P

WASH MACHINE 28/09/17 VISUAL CHECK P PASS
EARTH 0.04 ohm P
INSULATION >99.99 Mohm P

IRON 28/09/17 VISUAL CHECK P PASS
EARTH 0.04 ohm P
INSULATION >99.99 Mohm P

HOOVER 28/09/17 VISUAL CHECK P PASS
INSULATION >99.99 Mohm P

LAMP1 28/09/17 VISUAL CHECK P PASS
INSULATION >99.99 Mohm P

LAMP2 28/09/17 VISUAL CHECK P PASS
INSULATION >99.99 Mohm P

COOKER 28/09/17 EARTH CONTINUITY P PASS

LIMITATIONS TO THE INSPECTION & TESTING:

COOKER HARD WIRED — EARTH CONTINUITY TESTED.

APPLIANCES INSPECTED & TESTED TO THE REQUIREMENTS OF:

THE ELECTRICITY AT WORK REGULATIONS 1989

THE ELECTRICAL EQUIPMENT REGULATIONS 1994

THE I.E.E. CODE OF PRACTICE 2012

INSPECTED BY....C.GLEN ELCOM ELECTRICAL SERVICES

17 INCHCONNACHAN AVE, BALLOCH, G83 8JN
NICEIC APPROVED CONTRACTOR

SIGN @éfm DATE 28/09/17




